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DEMOLITION NOTES:

1. DEMOLITION DRAWING IS DIAGRAMMATIC IN NATURE; NO ATTEMPT
1 HAS BEEN MADE TO SHOW ALL EXISTING ELECTRICAL WORK. IN 1
AREAS INDICATED TO BE RENOVATED, ALL EXISTING ELECTRICAL
WORK IS TO REMAIN UNLESS OTHERWISE NOTED. WHEN AN ITEM IS
INDICATED TO BE REMOVED, REMOVE ALL ASSOCIATED ELECTRICAL
WORK BACK TO POINT OF SOURCE.

2. WHERE WORK PASSES THROUGH THE RENOVATION AREA TO SERVE OTHER
PORTIONS OF THE BUILDING, OR WORK IN THE RENOVATION AREA INDICATED

5 TO REMAIN, IT SHALL BE SUITABLY RELOCATED AND THE SYSTEMS RESTORED S

S TO NORMAL. COORDINATE ANY OUTAGES WITH OWNER 7 DAYS IN ADVANCE. ﬁ

3. WORK INDICATED TO REMAIN SHALL BE SUITABLY PROTECTED AGAINST
DAMAGE.

4, ALL EXISTING COMMUNICATION CABLING SHALL REMAIN. NEATLY COIL—UP.ALL

s CABLING IN CEILING SPACE. COORDINATE ALL WORK WITH OWNER. )
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375 ! 316 | ! (1) DISCONNECT ALL EXISTING ELECTRICAL CONNECTIONS TO FUME' HOOD AND = S mgé
1 REMOVE ALL DEVICES AS REQUIRED. L Os
- ! ! —— 0 Or~m
® - | ~ (2) DISCONNECT AND REMOVE EXISTING PLUGMOLD.
| j f ‘ , i ; ' ! (3) DISCONNECT AND REMOVE EXISTING FLOOR MOUNTED JUNCTION BOX AND
J / j s : BENCH MOUNTED RECEPTACLES. BENCH RECEPTACLES ARE FED FROM

]

1

5 CONTROL ) - T FLOOR JUNCTION BOX. PATCH FLOOR TO MATCH ADJACENT AREA. 5
w 4 ////r’ _ ‘ TE 3 31 | @ DISCONNECT AND REMOVE EXISTING TELEPHONE/POWER POLE AND BENCH
x MOUNTED RECEPTACLES. BENCH RECEPTACLES ARE FED FROM
‘ D » ! . TELEPHONE/POWER POLE.
JF\ DISCONNECT AND REMOVE EXISTING DISCONNECT SWITCH AND BRANCH
t ! CIRCUIT FEEDING THE STERILMATIC MACHINE.
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(6) DISCONNECT AND REMOVE EXISTING REFRIGERATED DISPLAY CASE. <>

@ DISCONNECT AND REMOVE EXISTING SURFACE MOUNTED RECEPTACLE ON
STORAGE SHELVES.

CEILING MOUNTED RECEPTACLE FOR PROJECTOR. MAINTAIN OUTLET AND
CIRCUIT.
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@ DISCONNECT AND RELOCATE EXISTING BRANCH CIRCUIT FOR AIR HANDLING
UNIT #2 FOR REMOVAL BY OTHERS. CONNECT EXISTING CIRCUIT TO NEW 6
AHU#2. BRANCH CIRCUIT ORIGINATES IN EXISTING PANEL "MSS” LOCATED IN

SEQOND F‘I QQR PLAN ~ PQWER & C_QMMUN'QAT'ONS - DEMOLIT'ON ‘ L(.)(;WFE)iNlE_EV%SgE'CHANICAL ROOM REFER TO DRAWING E—-10 FOR LOCATION

SCALE: 1/8" = t'-0"
o DISCONNECT AND REMOVE EXISTING BRANCH CIRCUIT FOR UNIT HEATER FOR
REMOVAL BY OTHERS.

enson & Donkervoet, incorporated
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Conter 1 Suite 102

: @ REMOVE EXISTING PANEL "LP2” FPE 277/480V., 3%, 4W, 225 AMP MLO.
<> RELOCATE ALL EXISTING CIRCUITS THAT WILL REMAIN TO NEW PANELBOARD. <

Acchitect
Cochron, St

375 West Comden Street, Suite 700

Pove, 0SR20 Fox 410-T02-283
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@ REMOVE EXISTING PANEL "P3” FPE 120/208V., 38, 4W, 225 AMP MLO.
RELOCATE ALL EXISTING CIRCUITS THAT WILL REMAIN TO NEW PANELBOARD.

(1D REMOVE EXISTING PANEL "P4" FPE 120/208V., 39, 4W, 225 AMP MLO.
RELOCATE ALL EXISTING CIRCUITS THAT WILL REMAIN TO NEW PANELBOARD.

@ EXISTING SQUARE "D" LOAD CENTER 120/208V., 38, 4W, 100 AMP MLO TO
7 REMAIN. 7

@ ALL EXISTING ELECTRICAL DEVICES IN THIS AREA SHALL REMAIN EXCEPT FIRE
ALARM DEVICES SHALL BE REMOVED UNLESS OTHERWISE NOTED.

DISCONNECT AND REMOVE EXISTING CLOCK UNTIL NEW WALL IS
CONSTRUCTED. RELOCATE ON NEW WALL AND RECONNECT TO EXISTING No.| Date [Revisions
SYSTEM AS REQUIRED.

@ DISCONNECT, REMOVE AND RELOCATE EXISTING CLOCK TO NEW CEILING. <
RECONNECT TO EXISTING SYSTEM AS REQUIRED.
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